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ADDENDA# 2   APRIL 29, 2024   RFP# 24-0501, HVAC MAINTENANCE SERVICES (MIDDLE & HIGH SCHOOLS) 

DATE:  APRIL 29, 2024 

 

TO:  ALL PROSPECTIVE VENDORS 

 

FROM:  VERONICA JACKSON 

PURCHASING AND CONTRACTS COORDINATOR 

 

SUBJECT:  ADDENDA# 2                                                                                                                                                                                    

RFP# 24-0501, HVAC MAINTENANCE SERVICES (MIDDLE & HIGH SCHOOLS)                         

All respondents are hereby advised of the following amendments to the Request for Proposals (“RFP”) document 

which are hereby made an integral part of the proposal documents for the subject contract, prepared by the Clarke 

County School District (“CCSD or District”). 

 

Proposals submitted shall be deemed to include contract document information as shown in ADDENDUM NO. 2. 

Respondents shall be required to acknowledge receipt of this addendum in their proposal response. Failure to 

acknowledge receipt of this addendum by the respondent may result in the rejection of their proposal response. 

 

This addendum must be completed, signed and submitted with your proposal response to be considered for award. 

If you have already submitted a proposal, please complete the addendum and submit same in a sealed envelope, 

clearly marked with the “RFP# 24-0501, HVAC MAINTENANCE SERVICES (MIDDLE & HIGH SCHOOLS)”, response 

date, and return address. This will be accepted as part of your proposal response, PROVIDING IT IS RECEIVED BY 

THE PURCHASING DEPARTMENT BY THE TIME AND DATE SPECIFIED IN THIS DOCUMENT. 

 

The Addendum becomes a part of the Original document and Modifies, as noted below: 

A. MODIFICATIONS & REVISIONS (clarifications in red) 

1. Due Date has been EXTENDED to May 2, 2024 at 3:00 PM 

 
B. QUESTIONS & ANSWERS (clarifications in red) 

1. The following locations do not have an equipment list 
Classic City HS  

Admin office Gym 

Boys and Girls Club  

Rutland Academy 

a. This list is unlabeled for Marvair equipment. What locations does this list belong to? 

b. Piedmont list belongs to what location? 

A. An updated equipment list is (attached) in this document to reflect these inquiries. 

Marvair equipment is located at CCSD Learning Center/Rutland Academy 

Piedmont locations are for the CCSD Administrative Offices -595 Prince Avenue, Athens 

 

Proposal Due Date/Time EXTENDED: MAY 2, 2024 at 3:00 PM (EDT) 

  
_______________________________________________________ ____________________________________________________  

Name of Proposer                    Address  
 
_______________________________________________________ ____________________________________________________  

Signature                                         Date  
 

Unless otherwise changed by an addendum, all other information will remain the same. 
END OF ADDENDA 2 



BURNEY-HARRIS-LYONS MIDDLE SCHOOL
25 BHL  500
HALL

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P24NMAU
-E3 82R13654 500 HALL/AD 01 Hallway/Corridor Mitsubishi 0 FILTER 14X20X2

(2)

25 BHL  500
HALL ERV

(25) Burney
Harris Lyons
Middle School

Outside Air
Makeup Air ERV RN-009-3-0-EA0

9-122
2018-ANEQ1705
2 Grounds AAON, INC 0

20X25X2 (4)
16X20X2 (2)
14X20X2 (4)

25 BHL 100
HALL

(25) Burney
Harris Lyons
Middle School

Outside Air
Makeup Air ERV RN-009-3-0-EA0

9-122
2018-ANEQ1705
1 Grounds AAON, INC 0

20X25X2 (4)
16X20X2 (2)
14X20X2 (4)

25 BHL 100
HALL

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMHU
-E2 63W01058 100 HALL/AD 08 Hallway/Corridor Mitsubishi 0 FILTER 20X24X2

25 BHL 200
HALL

(25) Burney
Harris Lyons
Middle School

Outside Air
Makeup Air ERV RN-013-3-0-EA0

9-133
201804-ANEK17
053 Grounds AAON, INC 0

20X25X2 (4)
16X20X2 (2)
14X20X2 (4)

25 BHL 300
HALL

(25) Burney
Harris Lyons
Middle School

Outside Air
Makeup Air ERV RN-016-3-0-EA0

9-144
201804-BNEM17
057 Grounds AAON, INC 0

25 BHL 400
HALL

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP RN-013-3-0-EA0
9-133

201802-ANEK16
884 Grounds AAON, INC 0

25 BHL AAON
100 HALL ERV

(25) Burney
Harris Lyons
Middle School

Pad Mounted
Unit

RN-009-3-0-EA0
9-122

201804-ANEQ17
051 Courtyard AAON, INC

20X25X2 (4)
16X20X2 (2)
14X20X2 (4)

25 BHL Fire
Alarm

(25) Burney
Harris Lyons
Middle School

Fire Alarm Main Panel IO 1000 Series Front Office Edwards Pots Line

25 BHL floral
cooler

Floral Cooler
double door

(25) Burney
Harris Lyons
Middle School

Cooler Floral FS52GD B152863 3/11/2015 Classroom 3/11/2016 Intertek 0

25 BHL GYM 1
(25) Burney
Harris Lyons
Middle School

Pad Mounted
Unit Package 50HCCB05A2M6

A2A3B0 2018C87337 Grounds Carrier 0 16X16X2 (4)

25 BHL GYM 2
(25) Burney
Harris Lyons
Middle School

Pad Mounted
Unit Package 50HCCB05A2M6

A2A3B0 2018C87336 Grounds Carrier 0 16X16X2 (4)

25 BHL HALL
118/1-2-13

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 G 81R06289 100 HALL/AD 28 Hallway/Corridor Mitsubishi 0 FILTER 14X20X2

(2)

25 BHL Kitchen
(25) Burney
Harris Lyons
Middle School

Roof Top Unit package 50HC-E08A2M6
A2F3E0 2018P95373 Roof Carrier 20X20X2 (4)

25 BHL
MUA-1/BOYS
LOCKERROOM

LOCKER ROOM
ONLY

(25) Burney
Harris Lyons
Middle School

Outside Air
Makeup Air ERV 50HCCB05A2M6

A2A3B0 2018C87337 10/1/2018 Grounds Carrier 0 AX-38

25 BHL ROOM
104/1-1-10

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMAU
-E3 82R11854 100 HALL/AD 10 Hallway/Corridor Mitsubishi 0

FILTER
14X20X2,
14X14X2

25 BHL ROOM
122/1-2-5

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMAU
-E3 82R11840 100 HALL/AD 20 Hallway/Corridor Mitsubishi 0

FILTER
12X20X2,
14X14X2

25 BHL ROOM
123/1-1-1

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P36NMAU
-E3 81R09611 100 HALL/AD 01 Hallway/Corridor Mitsubishi 0 FILTER 14X20X2

(2), 14X14X2

25 BHL ROOM
123/1-1-7

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P48NMHU
-E2 77W02366 100 HALL/AD 07 Hallway/Corridor Mitsubishi 0 FILTER 20X20X2

(2)

25 BHL ROOM
124/1-1-4

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P36NMHU
-E2 78W02528 100 HALL/AD 09 Hallway/Corridor Mitsubishi 0 FILTER 20X20X2

(2)

25 BHL ROOM
138/1-1-6

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMHU
-E2 62W01107 100 HALL/AD 06 Hallway/Corridor Mitsubishi 0

FILTER
20X20X2,
20X16X2

25 BHL ROOM
140/1-1-5

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMHU
-E2 62W01106 100 HALL/AD 05 Hallway/Corridor Mitsubishi 0

FILTER
20X20X2,
20X16X2

25 BHL ROOM
144/1-1-2

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 G 81R06300 100 HALL/AD 02 Hallway/Corridor Mitsubishi 0 FILTER 14X20X2

(2)

25 BHL ROOM
144/1-1-3

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 81R06299 100 HALL/AD 03 Hallway/Corridor Mitsubishi 0 FILTER 14X20X2

(2)

25 BHL ROOM
201/2-1-2

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMAU
-E3 82R11856 200 HALL Hallway/Corridor Mitsubishi 14X20X2 ,

14X14X2

25 BHL ROOM
202/2-1-1

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMAU
-E3 82R11855 200 HALL Hallway/Corridor Mitsubishi 14X20X2 ,

14X14X2

25 BHL ROOM
203/2-1-4

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMAU
-E3 82R11850 200 HALL Hallway/Corridor Mitsubishi 14X20X2 ,

14X14X2

25 BHL ROOM
204/2-1-3

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMAU
-E3 82R11857 200 HALL Hallway/Corridor Mitsubishi 14X20X2 ,

14X14X2

FILTERS
20X25X2 (6)
14X20X2 (6)
FILTERS
20X25X2 (4)
16X20X2 (2)

V:  115  A: 7.3
single phase
condensing unit:



25 BHL ROOM
205/2-1-6

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 7ZR06203 200 HALL/AD 37 Hallway/Corridor Mitsubishi 14X20X2 (2)

25 BHL ROOM
206/2-1-5

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P36NMAU
-E3 81R09633 200 HALL/AD 36 Hallway/Corridor Mitsubishi 14X20X2 (2),

14X14X2

25 BHL ROOM
207/2-1-8

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 7ZR06207 200 HALL/AD 39 Hallway/Corridor Mitsubishi 14X20X2 (2)

25 BHL ROOM
208/2-1-7

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P36NMAU
-E3 81R09625 200 HALL/AD 38 Hallway/Corridor Mitsubishi 14X20X2 (2),

14X14X2

25 BHL ROOM
209/2-1-9

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMAU
-E3 82R11851 200 HALL/AD 40 Hallway/Corridor Mitsubishi 14X20X2 (2),

14X14X2

25 BHL ROOM
216/2-2-2

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P36NMAU
-E3 81RO9634 200 HALL/AD 42 Hallway/Corridor Mitsubishi 14X20X2 (2),

14X14X2

25 BHL ROOM
218/2-2-4

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 7ZR06189 200 HALL/AD 44 Hallway/Corridor Mitsubishi 0 0 14X20X2 (2)

25 BHL ROOM
219/2-2-1

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 7ZR06188 200 HALL/AD 41 Hallway/Corridor Mitsubishi 14X20X2 (2)

25 BHL ROOM
220/2-2-5

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P36NMAU
-E3 81R09637 200 HALL/AD 45 Hallway/Corridor Mitsubishi 0 0 14X20X2 (2),

14X14X2

25 BHL ROOM
221/2-2-3

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 7ZR06190 200 HALL/AD 43 Hallway/Corridor Mitsubishi 0 14X20X2 (2)

25 BHL ROOM
222/2-2-7

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 7ZR06191 200 HALL/AD 47 Hallway/Corridor Mitsubishi 0 0 14X20X2 (2)

25 BHL ROOM
225/2-2-6

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P48NMAU
-E3 81R06467 ROOM 200/AD

46 Hallway/Corridor Mitsubishi 0 14X20X2 (2),
14X14X2

25 BHL ROOM
302/1-2-2

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMAU
-E3 81R11703 400 HALL/AD 17 Hallway/Corridor Mitsubishi 0

FILTER
14X20X2,
14X14X2

25 BHL ROOM
401/4-1-2

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMHU
-E2 62W01016 400 HALL/AD 34 Hallway/Corridor Mitsubishi 0 FILTER 20X24X2

25 BHL ROOM
402/4-1-1

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMHU
-E2 63W01056 400 HALL/AD 33 Hallway/Corridor Mitsubishi 0 FILTER 20X24X2

25 BHL ROOM
403/4-1-4

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMHU
-E2 62W01015 400 HALL/36 Hallway/Corridor Mitsubishi 0 FILTER 20X24X2

25 BHL ROOM
404/4-1-3

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMHU
-E2 62W01023 400 HALL/AD 35 Hallway/Corridor Mitsubishi 0 FILTER 20X24X2

25 BHL ROOM
405/4-1-6

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMHU
-E2 75W01187 400 HALL/AD 38 Hallway/Corridor Mitsubishi 0

FILTER
20X20X2,
16X20X2

25 BHL ROOM
406/4-1-5

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P36NMHU
-E2 77W02403 400 HALL/AD 37 Hallway/Corridor Mitsubishi 0 FILTER 20X20X2

(2)

25 BHL ROOM
407/4-1-8

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMHU
-E2 75W01184 400 HALL/AD 40 Hallway/Corridor Mitsubishi 0

FILTER
20X20X2,
16X20X2

25 BHL ROOM
408/4-1-7

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P36NMHU
-E2 77W02404 400 HALL/AD 39 Hallway/Corridor Mitsubishi 0 FILTER 20X20X2

(2)

25 BHL ROOM
409/4-1-9

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMHU
-E2 62W01024 400 HALL/AD 41 Hallway/Corridor Mitsubishi 0 FILTER 20X24X2

25 BHL ROOM
416/4-2-2

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P36NMHU
-E2 77W02409 400 HALL/AD 43 Hallway/Corridor Mitsubishi 0 FILTER 20X20X2

(2)

25 BHL ROOM
418/4-2-4

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMHU
-E2 75W01194 400 HALL/AD 45 Hallway/Corridor Mitsubishi 0

FILTER
20X20X2,
16X20X2

25 BHL ROOM
419/4-2-1

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMHU
-E3 75W01186 400 HALL/AD 42 Hallway/Corridor Mitsubishi 0

FILTER
20X20X2,
20X16X2

25 BHL ROOM
421/4-2-3

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMHU
-E2 75W01185 400 HALL/ AD 44 Hallway/Corridor Mitsubishi 0

FILTER
20X20X2,
20X16X2

25 BHL ROOM
422/4-2-6

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P48NMHU
-E2 77W02365 400 HALL/AD 47 Hallway/Corridor Mitsubishi 0 FILTER

20X20X2 (2)

25 BHL ROOM
423/4-2-5

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMHU
-E2 77W02410 400 HALL/AD 46 Hallway/Corridor Mitsubishi 0 FILTER 20X20X2

(2)

25 BHL ROOM
425/4-2-7

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMHU
-E2 75W01195 400 HALL/AD 48 Hallway/Corridor Mitsubishi 0

FILTER
20X20X2,
20X16X2



25 BHL ROOM
501/1-2-15

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P18NMAU
-E3 81R11702 500 HALL/AD 30 Hallway/Corridor Mitsubishi 0

FILTER
14X14X2,
14X20X2

25 BHL ROOM
506/1-2-14

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 81R06292 500 HALL Hallway/Corridor Mitsubishi 0 FILTERS

14X20X2 (2)

25 BHL ROOM
510/1-3-2

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P48NMAU
-E3 81R06376 500 HALL/AD 02 Hallway/Corridor Mitsubishi 0 FILTER 14X20X2

(2), 14X14X2

25 BHL ROOM
510/1-3-3

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-48NMAU-
E3 G 81R06377 500 HALL/AD 03 Hallway/Corridor Mitsubishi 0 FILTER 14X20X2

(2), 14X14X2

25 BHL ROOM
515/1-3-4

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 81R06311 500 HALL/AD 04 Hallway/Corridor Mitsubishi 0 14X20X2 (2)

25 BHL ROOM
517/1-4-2

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PVFY-54NAMU-
E1 81G00524 500 HALL/AD 06 Hallway/Corridor Mitsubishi 0 FILTER 20X24X2

25 BHL ROOM
522/1-4-1

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P24NMAU
-E3 82R13653 500 HALL/AD 05 Hallway/Corridor Mitsubishi 0 FILTER 14X20X2

(2)

25 BHL ROOM
522/1-4-3

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-P30NMAU
-E3 81R06290 500 HALL/AD 07 Hallway/Corridor Mitsubishi 0 FILTER 14X20X2

(2)

25 BHL
ROTUNDA UNIT

(25) Burney
Harris Lyons
Middle School

Split System HEAT PUMP PEFY-24NMAU-
E3 82R13663 100 HALL/AD 27 Hallway/Corridor Mitsubishi 0 FILTER 14X20X2

(2)

25 BHL RTU-2
CAFE

(25) Burney
Harris Lyons
Middle School

Roof Top Unit package 50HC-E28A6M6
A2A3G0 2118P23483 Roof Carrier 0 16X25X2 (9)

25 BHL
RTU-2/CAFE ELECTRIC

(25) Burney
Harris Lyons
Middle School

Roof Top Unit package 50HC-E28A6M6
A2A3G0 2118P23483 Roof Carrier 0

bhl 1 mech rm 2
(25) Burney
Harris Lyons
Middle School

Split System ahu york belt b57

bhl 10 mech rm 8
(25) Burney
Harris Lyons
Middle School

Split System ahu york belt b51

bhl 3 mech rm3
(25) Burney
Harris Lyons
Middle School

Split System ahu york belt a56

bhl 4 mech rm4
(25) Burney
Harris Lyons
Middle School

Split System ahu york belt b53

bhl 5 mech rm4
(25) Burney
Harris Lyons
Middle School

Split System ahu york belt a57

bhl 6 mech rm 5
(25) Burney
Harris Lyons
Middle School

Split System ahu york 0

bhl 8 mech rn 6
(25) Burney
Harris Lyons
Middle School

Split System ahu york

BLOWER DRIVE
460V, 3ph
FILTER 16X25X2



HILSMAN MIDDLE SCHOOL
29 Hilsman CU-3 (29) Hilsman

Middle School Split System mini split PUY-A12NKA7 78U04718D Roof Mitsubishi 0 208/230v  15A
410A  4LBS 7OZ

29 Hilsman CU-5 (29) Hilsman
Middle School Split System mini split PUY-A12NKA7 77U046628D Roof Mitsubishi 0 208/230 15A

410A  4LBS 7OZ

29 Hilsman
elevator Elevaor (29) Hilsman

Middle School Elevators 330A L9291  01 Schindler Jurisdiction
260450

29 Hilsman
ERU-1 Natural gas heat (29) Hilsman

Middle School
Outside Air
Makeup Air ERV FMP0600SSN8L

OA 23094918-1059 Roof Modine 0

29 Hilsman
ERU-2 Natural gas heat (29) Hilsman

Middle School
Outside Air
Makeup Air ERV FMP0600SSN8L

OA 23094918-1060 Roof Modine 0

29 Hilsman Fire
Alarm

(29) Hilsman
Middle School Fire Alarm Main Panel IO 1000 Series main electrical at

cafe Edwards Pots Line

29 Hilsman Gym
Fire Alarm

(29) Hilsman
Middle School Fire Alarm Trailer main AFP-400 front lobby Notifier Not Monitored

29 Hilsman gym
RTU-1 XXX

(29) Hilsman
Middle School Roof Top Unit Split--AC only 38AKS034---600-

- 4399F58847 Roof Carrier 0 0

29 Hilsman gym
RTU-2 XXX

(29) Hilsman
Middle School Roof Top Unit Split--AC only 38AKS044---600-

- 4599F62259 Carrier 0

29 Hilsman
HH-13

(29) Hilsman
Middle School CITY Condenser PURY-P120YKM

U-A 88W01128 Main roof Roof Mitsubishi 0
460V  25A
410A   26LBS
1OZ

29 Hilsman
HH-16

(29) Hilsman
Middle School CITY Condenser PURY-P120YKM

U-A 88W01131 Main roof Roof Mitsubishi 0
460V  25A
410A  26LBS
1OZ

29 Hilsman
HH-31

(29) Hilsman
Middle School CITY Condenser PURY-P168YLM

U-A 89W01282 Main roof Roof Mitsubishi 0
460V  50A
410A  23LBS
2OZ

29 Hilsman
HH-34

(29) Hilsman
Middle School CITY Condenser PURY-P168YLM

U-A 89W01294 Main roof Roof Mitsubishi 0
460V  50A
410A  23LBS
2OZ

29 Hilsman
HH-37

(29) Hilsman
Middle School CITY Condenser PURY-P168YLM

U-A 89W01284 Main roof Roof Mitsubishi 0
460V  50A
410A  23LBS
2OZ

29 Hilsman
HH-40

(29) Hilsman
Middle School CITY Condenser PURY-P168YLM

U-A 88W01254 Main roof Roof Mitsubishi 0
460V  50A
410A 23LBS
2OZ

29 Hilsman
HL-16

(29) Hilsman
Middle School CITY Condenser PURY-P120YKM

U-A 88W02692 Main roof Roof Mitsubishi 0
460V  25A
410A  26LBS
1OZ

29 Hilsman
HL-19

(29) Hilsman
Middle School CITY Condenser PURY-P144YLM

U-A 8YW01155 Main roof Roof Mitsubishi 0
460V  35A
410A  23LBS
2OZ

29 Hilsman
HL-22

(29) Hilsman
Middle School CITY Condenser PURY-P168YLM

U-A 8XW01413 Main roof Roof Mitsubishi 0
460V  50A
410A  23LBS
2OZ

29 Hilsman
HL-28

(29) Hilsman
Middle School CITY Condenser PURY-P144YLM

U-A 84W00890 Main roof Roof Mitsubishi 0
460V  35A
410A   23LBS
2OZ

29 Hilsman
HL-31

(29) Hilsman
Middle School CITY Condenser PURY-P168YLM

U-A 89W01283 Main roof Roof Mitsubishi 0 0
460V  50A
410A 23LBS
2OZ

29 Hilsman
HL-34

(29) Hilsman
Middle School CITY Condenser PURY-P168YLM

U-A 89W01279 Main roof Roof Mitsubishi 0 0
460V  50A
410A  23LBS
2OZ

29 Hilsman
HL-35

(29) Hilsman
Middle School CITY Condenser PURY-P168YLM

U-A 89W01287 Main roof Roof Mitsubishi 0
460V  50A
410A  23LBS
2OZ

29 Hilsman
HL-37

(29) Hilsman
Middle School CITY Condenser PURY-P168YLM

U-A 89W01297 Main roof Roof Mitsubishi 0
460v  50a
410a  23LBS
2OZ

29 Hilsman
HL-40

(29) Hilsman
Middle School CITY Condenser PURY-P168YLM

U-A 89W01289 Main roof Roof Mitsubishi 0
460V  50A
410A  23LBS
2OZ

29 Hilsman NEW
Gym CU-1

(29) Hilsman
Middle School Roof Top Unit mini-split HP TTA150E400AA 10134KU62 4/20/2010 Auxiliary Gym Trane 0

29 Hilsman NEW
Gym CU-2

(29) Hilsman
Middle School Roof Top Unit mini-split HP 4YCC3024B1064

AA 1005413B9H Auxiliary Gym Trane 0

29 Hilsman NEW
Gym EF-1

(29) Hilsman
Middle School Exhaust Fan Kitchen

Makeup/Exhaust 6B-121-5 I 20 62673 1004 Auxiliary Gym Greenheck 0

29 Hilsman NEW
Gym EF-2

(29) Hilsman
Middle School Exhaust Fan Kitchen

Makeup/Exhaust 6B-121-5 12062674 1004 Auxiliary Gym Greenheck 0

sub model
MPR30CB1A1A
EV16K2MLDNN
Sub model
MPR30CB1A1A
EV16K2MLDNN

flashing oil
pressure
code--repaired



29 Hilsman NEW
Gym EF-3

locker room
exhaust

(29) Hilsman
Middle School Exhaust Fan Kitchen

Makeup/Exhaust Auxiliary Gym Loren Cook Co 0

29 Hilsman NEW
Gym OAP-1

(29) Hilsman
Middle School

Outside Air
Makeup Air ERV VPR-210-25A-25

1-C-OAX 12047827 Auxiliary Gym 0

29 Hilsman NEW
Gym RTU-1 lower roof (29) Hilsman

Middle School Roof Top Unit package YCD150E4HABB 101510026D lower roof Auxiliary Gym Trane 0

29 Hilsman NEW
Gym RTU-3

(29) Hilsman
Middle School Roof Top Unit package YCD180E4HABA 101510044D 4/5/2010 Gym Trane 0

29 Hilsman NEW
Gym RTU-6

(29) Hilsman
Middle School Roof Top Unit package YCD180E4HABA 101510071D 4/5/2010 Auxiliary Gym Trane 0

29 Hilsman
Room 224

(29) Hilsman
Middle School CITY VRF box 224 Hallway/Corridor Mitsubishi 0 14x20x2 (2)

29 Hilsman
Room 225

(29) Hilsman
Middle School CITY VRF box Hallway/Corridor Mitsubishi 0 41X20X2 (2)

29 Hilsman
Room 226

(29) Hilsman
Middle School CITY VRF box Hallway/Corridor Mitsubishi 0 14x20x2 (2)

29 Hilsman
Room 227

(29) Hilsman
Middle School CITY VRF box Hallway/Corridor Mitsubishi 0 14x20x2 (2)

29 Hilsman
Room 229

(29) Hilsman
Middle School CITY VRF box Hallway/Corridor Mitsubishi 0 14x20x2 (2)

14x14x2 (1)

29 Hilsman
Room 321

(29) Hilsman
Middle School CITY VRF box Hallway/Corridor Mitsubishi 0 14x20x2 (2)

14x14x2 (2)

29 Hilsman
Room 325

(29) Hilsman
Middle School CITY VRF box 325, 326, 327 Hallway/Corridor Mitsubishi 0 14x20x2 (2)

29 Hilsman
Room 326, 327

(29) Hilsman
Middle School CITY VRF box Hallway/Corridor Mitsubishi 0 14x20x2 (2)

29 Hilsman
Room 334

(29) Hilsman
Middle School CITY VRF box Hallway/Corridor Mitsubishi 0 14x20x2 (2)

29 Hilsman
Room 335

(29) Hilsman
Middle School CITY VRF box Hallway/Corridor Mitsubishi 0 14x20x2 (2)

29 Hilsman
RTU-49/music
XXX

Gas (29) Hilsman
Middle School Roof Top Unit package 48HJD012---651

BW 5099G30365 Roof Carrier 0
New heat
exchanger
01/2015

29 Hilsman
RTU-50/media 1
XXX

Gas (29) Hilsman
Middle School Roof Top Unit package 48HJD014---641

BW 5099G30413 Roof Carrier 0

29 Hilsman
RTU-51/media 2
XXX

Gas (29) Hilsman
Middle School Roof Top Unit package 48HJD012---651

HE 5099G30368 Roof Carrier 0

29 Hilsman water
heater 1 water heater (29) Hilsman

Middle School Water heaters Natural gas BTH 199 100 F07M002455 Room #8, Mech
#1, 500 hall

Mechanical
Room AO Smith 0

29 Hilsman water
heater 2 water heater (29) Hilsman

Middle School Water heaters Natural gas BTH 199 100 F07M002456 Room #8, Mech
#1, 500 hall

Mechanical
Room AO Smith 0

29 Hilsman
WSHP 24/409
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50RHR042SCC6
0130 3500V91154 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 25 XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA024S
DC321 4999V79894 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 26/407
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50RHR024ZCC3
0130 3300V90501 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 27/301
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA072S
DC621 4999V80079 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 28/303
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA072S
DC621 4999V80077 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 29/305
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA048S
DC621 4999V79873 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 30/307
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA030S
DC421 4999V79850 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 31/F Lab
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA042X
DC62A 4999V79863 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 32/309
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA048S
DC621 4999V79875 Hallway/Corridor Carrier 0

SUPPLY
FANS--2 hp/FLA
2.9



29 Hilsman
WSHP 33/210A
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA024S
DC321 4999V79895 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 34/309A
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA036X
DC42A 4999V79858 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 35/311B
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA042X
DC62A 4999V79862 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 36/311B
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA048S
DC621 4999V79871 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 37/KILN
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA015S
DC321 4999V79886 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 38/313B
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA042X
DC62A 4999V79859 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 39/313
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA036X
DC42A 4999V79856 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 40/315
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA096S
DC621 4999V80080 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 41/316B
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA060S
DC621 4999V79846 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 42/316
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA060S
DC621 4999V79845 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 43/314
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA096S
DC621 4999V80081 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 52/217
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA019S
DC321 4999V79849 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 53/215
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA048S
DC621 4999V79879 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 54/216
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA048S
DC621 4999V79867 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 55/214
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA048S
DC621 4999V79870 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 56/213
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA048S
DC621 4999V79878 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 57/213A
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA024S
DC321 4999V79897 Hallway Classroom Carrier 0

29 Hilsman
WSHP 58/211
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA024S
DC321 4999V79896 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 59/209
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA036X
DC42A 4999V79851 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 60/208
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA048S
DC621 4999V79868 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 61/207
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA036X
DC42A 4999V79857 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 62/205
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA036X
DC42A 4999V79854 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 63/206
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA036X
DC42A 4999V79853 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 64/204
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA048S
DC621 4999V79869 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 65/203
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA036X
DC42A 4999V79855 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 66/202
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA042X
DC62A 4999V79861 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 67/201
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor Hallway/Corridor Carrier 0

29 Hilsman
WSHP 68/214
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50HQA015S
DC321 4999V79885 Hallway/Corridor Carrier 0

29 Hilsman
WSHP 69/522
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
HBH048A4C3OC
LS T12842359 LID

CLASSROOM Hallway/Corridor Intertek 0
5-22 REMOVED
FOR
REPLACING



29 Hilsman
WSHP 70/520
XXX

(29) Hilsman
Middle School WSHP suspended in

corridor
50RHC036ECC6
0140 3006V11894 LID

CLASSROOM Hallway/Corridor Carrier 0



W.R. COILE MIDDLE SCHOOL
24 Coile  ROOM
517

(24) WR Coile
Middle School Split System HEAT PUMP PVFY-P54NAMU

-E1 G 82G00597 500 HALL Hallway/Corridor Mitsubishi 0 Filter 20X24X1

24 Coile
1-1-1/ROOM 123

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P36NMAU

-E3 G 83R10542 AD 01/100 HALL Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile
1-1-10/ROOM
124

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3  G 84R12779 100 HALL Administration
Area Mitsubishi 0 Filter 14X20X2,

14X14X2

24 Coile
1-1-2/ROOM 144

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06905 100 HALL Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile
1-1-3/ROOM 144

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06907 AD 003/100
HALL Hallway/Corridor Mitsubishi 0 Filter 14X20X2

(2)

24 Coile
1-1-5/ROOM 140

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06903 AD 005/100
HALL Hallway/Corridor Mitsubishi 0 Filter 14X20X2

(2)

24 Coile
1-1-6/ROOM 138

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 7ZR06246 AD 006/100
HALL Hallway/Corridor Mitsubishi 0 Filter 14X20X2

(2)

24 Coile
1-1-7/MEDIA

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-48NMAU-

E3 G 81R06372 AD 007/100
HALL Media Center Mitsubishi 0 Filter 14X20X2

(2), 14X14X2

24 Coile
1-1-8/ROOM 120
HALL

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 73R09355 AD 008/100
HALL

Administration
Area Mitsubishi 0 Filter 14X20X2,

14X14X2

24 Coile
1-2-15/ROOM
501

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-18NMAU-

E3 G 84R12800 500 HALL Hallway/Corridor Mitsubishi 0 Filter 14X20X2,
14X14X2

24 Coile
1-3-2/ROOM 510

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P48NMAU

-E3 G 83R07092 500 HALL Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2), 14X14X2

24 Coile
1-3-3/ROOM 510

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P48NMAU

-E3 G 78R05842 500 HALL/AD
003 Hallway/Corridor Mitsubishi 0 Filter 14X20X2

(2), 14X14X2

24 Coile
1-3-4/ROOM 515

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06909 500 HALL/AD
004 Hallway/Corridor Mitsubishi 0 Filter 14X20X2

(2)

24 Coile
1-4-1/ROOM 522

(24) WR Coile
Middle School Split System HEAT PUMP PRFY-P24NMAU

-E3 G 84R14471 500 HALL/AD
005 Hallway/Corridor Mitsubishi 0 Filter 14X20X2

(2)

24 Coile
1-4-3/ROOM 522

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E1 G 85R06908 HALL 500/AD
007 Hallway/Corridor Mitsubishi 0 Filter 14X20X2

(2)

24 Coile
4-1-1/ROOM 402

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 84R12789 400 HALL/AD 33 Hallway/Corridor Mitsubishi 0 Filter 14x20x2,
14x14x2

24 Coile
4-1-2/ROOM 401

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 84R12778
400
HALL/ROOM
401

Hallway/Corridor Mitsubishi 0 Filter 14X20X2,
14X14X2

24 Coile
4-1-3/Room 403

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P24NMAU

-E3 G 84R14613
400
HALL/ROOM
403

Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile
4-1-4/ROOM 404

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P36NMAU

-E3 G 83R10537
400
HALL/ROOM
404

Hallway/Corridor Mitsubishi 0 Filter 14x20x2
(2), 14x14x2

24 Coile
4-1-6/ROOM 406

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P36NMAU

-E3 G 83R10536 400 HALL/4-1-6 Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2), 14X14X2

24 Coile
4-1-7/Room 407

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06918 400 hall/4-1-7 Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile
4-1-8/ROOM 409

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 84R12790 400 HALL/4-1-8 Hallway/Corridor Mitsubishi 0 Filter 14X20X2,
14X14X2

24 Coile
4-2-1/ROOM 419

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06919 400 HALL/AD 41 Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile
4-2-2/ROOM 414

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P36NMAU

-E3 G 84R10602
400
HALL/ROOM
414

Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2), 14X14X2

24 Coile
4-2-3/ROOM 421

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06904
400
HALL/ROOM
421

Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile
4-2-4/ROOM 416

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06921 400 HALL/4-2-4 Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile
4-2-5/ROOM 418

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06920 400 HALL/AD 45 Hallway/Corridor Mitsubishi 0 Filters 14X20X2
(2)

24 Coile
4-2-6/ROOM 423

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P36NMAU

-E3 G 84R10603 400 HALL/AD 46 Hallway/Corridor Mitsubishi 0 Filters 14X20X2
(2), 14X14X2



24 Coile
4-2-7/ROOM 425

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-3 G 85R06924 400 HALL/AD 47 Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile
4-2-8/ROOM 420

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMUA

-E3 G 85R06925 400 HALL/AD 48 Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile 500
HALL UNIT

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-24NMAU-

E3 G 84R14612 500 HALL Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile ERU-1 (24) WR Coile
Middle School

Outside Air
Makeup Air ERV RN-009-3-0-EA0

9-122
201803-ANEQ17
059 Grounds AAON, INC 0

24 Coile ERU-2 (24) WR Coile
Middle School

Outside Air
Makeup Air ERV RN-009-3-0-EA0

9-122
201803-ANEQ17
058 Grounds AAON, INC 0

24 Coile ERU-3 (24) WR Coile
Middle School

Outside Air
Makeup Air ERV RN-013-3-0-EA0

9-133
201803-ANEK17
060 Grounds AAON, INC 0

24 Coile ERU-4 (24) WR Coile
Middle School

Outside Air
Makeup Air ERV RN-016-3-0-EA0

9-144
201801-BNEM16
887 Grounds AAON, INC 0

24 Coile ERU-5 (24) WR Coile
Middle School

Outside Air
Makeup Air ERV RN-013-3-0-EA0

9-133
2018-ANEK1706
1 Grounds AAON, INC 0

24 Coile Fire
Alarm

(24) WR Coile
Middle School Fire Alarm Main Panel S3 Series Front Office Gamewell FCI Pots Line

24 Coile FRONT
DESK

CEILING
CASSETTE

(24) WR Coile
Middle School Split System HEAT PUMP Administration

Area Mitsubishi FILTER
WASHABLE

24 Coile NURSE
506

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 7ZR06194 500 HALL Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile ROOM
105

CEILING
CASSETTE

(24) WR Coile
Middle School Split System HEAT PUMP Administration

Area Mitsubishi FILTER
WASHABLE

24 Coile ROOM
109

CEILING
CASSETTE

(24) WR Coile
Middle School Split System HEAT PUMP Administration

Area Mitsubishi FILTER
WASHABLE

24 Coile ROOM
111

CEILING
CASSETTE

(24) WR Coile
Middle School Split System HEAT PUMP Administration

Area Mitsubishi FILTER
WASHABLE

24 Coile ROOM
112

CEILING
CASSETTE

(24) WR Coile
Middle School Split System HEAT PUMP Administration

Area Mitsubishi FILTER
WASHABLE

24 Coile ROOM
114

CEILING
CASSETTE

(24) WR Coile
Middle School Split System HEAT PUMP Administration

Area Mitsubishi FILTER
WASHABLE

24 Coile ROOM
115

CEILING
CASSETTE

(24) WR Coile
Middle School Split System HEAT PUMP Administration

Area Mitsubishi FILTER
WASHABLE

24 Coile ROOM
116

CEILING
CASSETTE

(24) WR Coile
Middle School Split System HEAT PUMP Administration

Area Mitsubishi FILTER
WASHABLE

24 Coile ROOM
119

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P24NMAU

-E3 G 84R14470 100 HALL/119
CORRIDOR Hallway/Corridor Mitsubishi 14X20X2 (2)

24 Coile ROOM
122

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 84R12784 100 HALL Administration
Area Mitsubishi 0 Filter 14X20X2,

14X14X2

24 Coile ROOM
201

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

G 84R12777 200 HALL/AD 33 Hallway/Corridor Mitsubishi 0 Filter 14X20X2,
14X14X2

24 Coile ROOM
202

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 84R12799 200 HALL/AD 32 Hallway/Corridor Mitsubishi 0 Filter 14X20X2,
14X14X2

24 Coile ROOM
203

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P24NMAU

-E3 G 84R14468 200 HALL/AD 34 Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile ROOM
204

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P36NMAU

-E3 84R10604 200 HALL/AD 35 Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2), 14X14X2

24 Coile ROOM
205

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06902 200 HALL/AD 36 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
206

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P36NMAU

-E3 G 77R08481 200 HALL/AD 37 Hallway/Corridor Mitsubishi 0
FILTERS
14X20X2 (2),
14X14X2

24 Coile ROOM
207

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 82R06312 200 HALL/AD 38 Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile ROOM
209

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 82R11886 200 HALL/AD 39 Hallway/Corridor Mitsubishi 0 Filter 14X20X2,
14X14X2

24 Coile ROOM
214

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P36NMAU

-E3 G 77R08439 200 HALL/AD 41 Hallway/Corridor Mitsubishi 0
FILTERS
14X20X2 (2),
14X14X2

Filter
20X25X2 (4)
16X20X2 (2)
Filter
20X25X2 (4)
16X20X2 (2)
Filter
20X25X2 (4)
16X20X2 (2)
Filter
20X25X2 (6)
14X20X2 (6)
Filter
20X25X2 (4)
16X20X2 (2)



24 Coile ROOM
216

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06927 200 HALL/AD 43 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
218

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 82R06313 200 HALL/AD 44 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
219

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06889 200 HALL/AD 40 Hallway/Corridor Mitsubishi 0 Filter 14X20X2
(2)

24 Coile ROOM
220

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R07085 200 HALL/AD 46 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
221

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 85R06926 200 HALL/AD 42 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
223

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P36NMAU

-E3 G 82R10172 200 HALL/AD 45 Hallway/Corridor Mitsubishi 0
FILTERS
14X20X2 (2),
14X14X2

24 Coile ROOM
225

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 82R06348 200 HALL/AD 47 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
300/3-2-6

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 82R06429 300 HALL/AD 29 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
301/1-2-3

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 84R12787 300 HALL/AD 18 Hallway/Corridor Mitsubishi

24 Coile ROOM
302/1-1-2

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 84R12788 300 HALL/AD 17 Hallway/Corridor Mitsubishi

24 Coile ROOM
304/3-1-1

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 75ZR10272 300 HALL/3-1-1 Hallway/Corridor Mitsubishi 14X20X2,
14X14X2

24 Coile ROOM
305/3-1-2

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 77R11039 300 HALL/AD 14 Hallway/Corridor Mitsubishi 14X20X2,
14X14X2

24 Coile ROOM
306/3-1-3

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 74R09848 300 HALL/AD 15 Hallway/Corridor Mitsubishi 14X20X2,
14X14X2

24 Coile ROOM
307/3-1-4

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P18NMAU

-E3 G 75R10339 300 HALL/AD 16 Hallway/Corridor Mitsubishi 14X20X2,
14X14X2

24 Coile ROOM
308/3-1-5

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P36NMAU

-E3 G 7ZR09264 300 HALL/AD 17 Hallway/Corridor Mitsubishi 14X20X2 (2),
14X14X2

24 Coile ROOM
309/3-1-6

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 7ZR06162 300 HALL/AD 18 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
310/3-1-7

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-36NMAU

E3 G 7ZR09263 300 HALL/AD 19 Hallway/Corridor Mitsubishi 14X20X2 (2),
14X14X2

24 Coile ROOM
311/3-1-7

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P36NMAU

-E3 G 7ZR09263 300 HALL/AD 19 Hallway/Corridor Mitsubishi 0
FILTERS
14X20X2 (2),
14X14X2

24 Coile ROOM
311/3-1-8

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 7ZR06231 300 HALL/AD 20 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
313/3-1-9

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-18NMAU-

E3 G 75R10324 300 HALL/AD 21 Hallway/Corridor Mitsubishi 0
FILTERS
14X20X2,
14X14X2

24 Coile ROOM
318/3-1-11

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-36NMAU-

E3 G 7ZR09270 300 HALL/AD 23 Hallway/Corridor Mitsubishi 0
FILTERS
14X20X2 (2),
14X14X2

24 Coile ROOM
320/3-1-12

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-30NMAU-

E3 G 7ZR06248 300 HALL/AD Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
323/3-1-10

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-30NMAU-

E3 G 7ZR06230 300 HALL/AD 22 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-18NMAU-

E3 G 82R11887 300 HALL/AD 28 Hallway/Corridor Mitsubishi 0
FILTERS
14X20X2 (2),
14X14X2

24 Coile ROOM
331/E-3-2

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-48NMAU-

E3 G 83R07064 300 HALL/AD 25 Hallway/Corridor Mitsubishi 0
FILTERS
14X20X2 (2),
14X14X2

24 Coile ROOM
332/3-2-1

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-30NMAU-

E3 G 82R06349 300 HALL/AD 24 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
334/3-2-3

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-30NMAU-

E3 G 82R06318 300 HALL/AD 26 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
336/3-2-4

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-30NMAU-

E3 G 82R06321 300 HALL/AD 27 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Coile ROOM
340/3-2-8

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 82R06428 300 HALL/AD 31 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

14X20X2,
14X14X2
LOCATED AT
14X20X2,
14X14X2
UNIT LOCATED

24 Coile ROOM
330
COMMONS/3-2-



24 Coile ROOM
341/3-2-7

(24) WR Coile
Middle School Split System HEAT PUMP PEFY-P30NMAU

-E3 G 82R06319 300 HALL/AD 30 Hallway/Corridor Mitsubishi 0 FILTERS
14X20X2 (2)

24 Colie
WHP-11/Room-2
07

(24) WR Coile
Middle School Wall Hung Unit HP Classroom Marvair 0



CLARKE CENTRAL HIGH SCHOOL
(17) Clarke
Central High
School

WSHP suspended in
corridor TSH030 T12842315 232  WSHP 31 climate master

WSHP suspended in
corridor THS036 T12842336 220,230 climate master

WSHP suspended in
corridor TSH036 t12944275 214 WSHP 33 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh060 t12842291 212,216,220,222

WSHP 34 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH036 t12944274 221 WSHP 35 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH036 t12944267 219 WSHP 36 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH030 T12842306 217 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH03O T12842321 211,213,215

WSHP 37B climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH036 T12842344 208,208C WSHP

38 climate master

(17) Clarke
Central High
School

Split System ahu 39LD12MCDAQ-
AHP12 0126U30667 Mezzanine Carrier

(17) Clarke
Central High
School

Split System ahu 39LD12MCDAQ-
AHP1A2 0216U30668 Mezzanine Carrier

(17) Clarke
Central High
School

Split System ahu 39LD15KDCAQ-
CKPIA2 0216U30670 Mezzanine Carrier

(17) Clarke
Central High
School

Roof Top Unit package 50KC-B06C2M6
A0AF0 4915C86463 Roof Carrier

(17) Clarke
Central High
School

Split System ahu Mezzanine Carrier

(17) Clarke
Central High
School

Roof Top Unit 50KC-B05A2M6
A0B2F0 4915C86445 Carrier

(17) Clarke
Central High
School

Roof Top Unit package 50KC-B0SA2M6
A0A2F0 4915C86447 Carrier

(17) Clarke
Central High
School

Split System ahu RXAA... K99G26273N Trane

(17) Clarke
Central High
School

Loop Plant Cooling Tower AV61011S-05 AV250326 Roof Marley

(17) Clarke
Central High
School

Roof Top Unit package CRPE03 HW 8789-02-042505 ANNEX AIR

(17) Clarke
Central High
School

Roof Top Unit package 48VLC2406030G
P 2281C13443 Carrier

(17) Clarke
Central High
School

Split System mini split AK12NMVJU G001718 Daikin

(17) Clarke
Central High
School

Roof Top Unit package 48AD035-DG621
EE 4217U46243 Carrier



(17) Clarke
Central High
School

Roof Top Unit package 48TFE604-611 5104G30353 Carrier

(17) Clarke
Central High
School

Roof Top Unit package TAG NOT
VISIBLE

TAG NOT
VISIBLE Carrier

(17) Clarke
Central High
School

Roof Top Unit package 48BGS-0300403
0LAD 0303G21017 Carrier

(17) Clarke
Central High
School

Roof Top Unit package 48TFD005-A-611 5004G10106 Carrier

(17) Clarke
Central High
School

Roof Top Unit package 48TMD025
611YA 5104F73163 Carrier

(17) Clarke
Central High
School

Roof Top Unit package 48TMD008-A-60
1 4604G40511 Carrier

(17) Clarke
Central High
School

Split System mini split PKA-A18HA4 33A14017B Mitsubishi

ELECTRIC
WALL HEATER CU93502201FFB VESTIBULE Marley

ELECTRIC
WALL HEATER

(17) Clarke
Central High
School

CU93504203FFB

Exhaust Fan Space Exhaust
Exhaust Fan Space Exhaust G-060-VG6 13929967-141 Greenheck

(17) Clarke
Central High
School

Exhaust Fan Space Exhaust G-060-VG 14545535 Greenheck

(17) Clarke
Central High
School

Exhaust Fan Space Exhaust G-090-VG-6 14545536 Greenheck

(17) Clarke
Central High
School

Exhaust Fan Space Exhaust SQ-85-VG-6 14546248 Greenheck

(17) Clarke
Central High
School

Exhaust Fan Space Exhaust G-060-VG6 13929968-141 Greenheck

(17) Clarke
Central High
School

Pad Mounted
Unit split/modular RAUCC404BV03

00D000020 CO2A01015 Gym Trane

(17) Clarke
Central High
School

Exhaust Fan Kitchen
Makeup/Exhaust 24510B - Exterior Loren Cook Co

(17) Clarke
Central High
School

Exhaust Fan Kitchen
Makeup/Exhaust 24510B - Exterior Loren Cook Co

Exhaust Fan Space Exhaust SQ-85-BG-6 14546248 612 EF - 29 Greenheck
(17) Clarke
Central High
School

WSHP suspended in
corridor tsh036 t12944268 rm 133 wshp 1 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh036 t12944269 121 wshp 10 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh036 t12842332 117  wshp 12 climate master

WSHP suspended in
corridor tsh036 t12842338 117  wshp 12

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh036 t12842337 106 wshp 13 climate master



(17) Clarke
Central High
School

WSHP suspended in
corridor tsh048 t12842352 100,104,108,120

wshp 14 climate master

WSHP suspended in
corridor tsh018 t12842306 113,115 wshp 15 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh036 t12944266 111 wshp 16 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh036cfcnoalbs t12944272 109 wshp 17

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh036 t128343 107 WSHP 18 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh036 t12944270 rm 131 wshp 2 Hallway/Corridor climate master

WSHP suspended in
corridor TSH042 T12944278 154 WSHP 21A climate master

WSHP suspended in
corridor TSH042 T12944277 154 WSHP 21A climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh042 t12944285 Hallway/Corridor climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh018 t12842305 rm 123,123b climate master

wshp
(17) Clarke
Central High
School

WSHP suspended in
corridor tsh030 t12842306 Hallway/Corridor climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh042 t13350293 rm 136,corridor climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh030 t12842319 rm 134  wshp 5 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh030 t12842316 132 wshp 6 climate master

T12944283 245 WSP 61B
(17) Clarke
Central High
School

WSHP suspended in
corridor tsh036 t12944271 120,129-130

wshp 7 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh036 t12944265 114 wshp 8 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh060 t12842292 112,116,120,122

wshp 9 climate master

(17) Clarke
Central High
School

Split System ahu MCCA040ABHO K99M109600 NEW GYM Trane

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQP TITUS

PIU
POWEWRED
FAN

(17) Clarke
Central High
School

DTQP TITUS

PIU POWERED
FAN DTQS TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQP TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQP TITUS



(17) Clarke
Central High
School

Athletic Jetstream 260 20239249175091
ATHELETICS
ONLY/GRADUAT
ION ONLY

Portacool

(17) Clarke
Central High
School

Roof Top Unit package 50TC-Bo5A2M5
AOF2FO 2614C88725 Carrier

(17) Clarke
Central High
School

Roof Top Unit package 50TC-Bo5A2M5
AOF2FO 2714C89173 Carrier

(17) Clarke
Central High
School

Roof Top Unit package 50TC-Bo5A2M5
AOF2FO 2614C88724 Carrier

(17) Clarke
Central High
School

Roof Top Unit package 50TC-E12C2M5
AF02DO 2714P88164 Carrier

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQP TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQS TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQS TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQS TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQS TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQP TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQP TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQP TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQP TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

TITUS

PIU POWERED
FAN

(17) Clarke
Central High
School

DTQP TITUS

(17) Clarke
Central High
School

Roof Top Unit package 50A3B025-NQ62
1HT 5114U45144 Carrier

(17) Clarke
Central High
School

Roof Top Unit package 502KC-B05A2M6
A0A2F0 4915C86446 Carrier

(17) Clarke
Central High
School

Roof Top Unit package 50KC-B06C2M6
A0B2F0 4915C86462 Carrier

(17) Clarke
Central High
School

Roof Top Unit package 50TC-E08C2M6
A0B2F0 4815P88544 Carrier

(17) Clarke
Central High
School

Roof Top Unit package 50TC-E08C2M6
A0B2F0 4815P88545 Carrier

(17) Clarke
Central High
School

WSHP suspended in
corridor tsh036 T12842349 101, 103, 105,

120 wshp 19 climate master



WSHP suspended in
corridor TSH030 T12842318 151, 152, 153A

WSHP 20 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH060 T12842288 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH024 T12842311 MATE MASTER

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH024 T12842311 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH030 T12842320 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH030 12842322 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH024 T12842309 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH036 T12842327 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH036 T12842333 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH012 T12842309 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH036 T12842309 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH042 T133350267 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH036 T12842317 climate master

WSHP suspended in
corridor TSH036 T12842317 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSC042 T133350294 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH042 T12944276 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH042 T12944295 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH042 T13350288 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH048 T12842353 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH036 T12842335 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH042 T12944297 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH060 T12842294 climate master



(17) Clarke
Central High
School

WSHP suspended in
corridor TSH042 T13350292 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH042 T13350286 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH042 T12944281 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH048 T12842351 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH018 T1284231 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH042 T12944297 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor TSH042 T12944283 climate master

(17) Clarke
Central High
School

WSHP suspended in
corridor

50PSH042CCC6
ACAX 4814V08995 Carrier

(17) Clarke
Central High
School

WSHP suspended in
corridor

50PSH030CCC4
ACAX 5014V098688 Carrier

(17) Clarke
Central High
School

WSHP suspended in
corridor

50PSH042CCC6
ACAX 4184V08998 Carrier

(17) Clarke
Central High
School

WSHP suspended in
corridor

50PSH042CCC6
ACAX 4814V08997 Carrier

(17) Clarke
Central High
School

WSHP suspended in
corridor

50PSH030CCC4
ACAX 5014V09689 Carrier

(17) Clarke
Central High
School

WSHP suspended in
corridor

50PSH030CCC4
ACAX 5014V09690 Carrier

(17) Clarke
Central High
School

WSHP suspended in
corridor

50PSH030CCC4
ACAX 5014V09691 Carrier

(17) Clarke
Central High
School

WSHP suspended in
corridor

50PSH030CCC4
ACAX 5014V09687 Carrier

(17) Clarke
Central High
School

WSHP suspended in
corridor

50PSH042CCC6
ACAX 4814V08996 Carrier

(17) Clarke
Central High
School

Fire Alarm Main Panel 4100U/ (3)4010 Cafe electrical
room Simplex



ATHENS CAREER ACADEMY / CLASSIC CITY HIGH SCHOOL 
20 Career
Academy Fire
Alarm

Fire Alarm Main Panel IO 64 Series Front hall, data
room Edwards Pots Line

20 Classic City
Fire Alarm Fire Alarm Main Panel IO 64 Series Main Electric

Room Upstairs Edwards Pots Line

20 ELC Fire
Alarm Fire Alarm Main Panel NFS-320 back hall data

room Notifier Pots Line

20 HTE CA
COSMO LAB
FAN

Exhaust Fan 80PR8PR 050SH34845
MARKED ON
GRID IN
CLASSROOM

Classroom
NO BELT
-DIRECT DRIVE
IN CEILING

20 HTE, CA
RTU-1

Gas heat--reheat
boxes Roof Top Unit package

YCD420B4HC2A
7GC50B0D0000
H0000000

C10H03858 Roof Trane 0

20 HTE, CA
RTU-2

Gas pack
Voyager Roof Top Unit package

YCD360B4HC2A
6EC50B0D0000
H0000000

C10H03859 Roof Trane 0

20 HTE, RTU-3 Gas pack
Voyager Roof Top Unit package

YCD360B4HC2A
6EC50B0D0000
H0000000

C10H03860 Roof Trane 0

Gas Roof Top Unit package
YCD420B4LB2A
7GD50B0D0000
J000000

C09J02732 Roof Trane 0

Gas Roof Top Unit package
YCD480B4LB2A
7ND50B0D0000J
000000

C09J02733 Roof Trane 0

20/82 HTE ELC
EF-1/lower RR Exhaust Fan 120 ACE

120C10D
050SC80556-00/
0007301 Roof 0

20/82 HTE ELC
EF-2/upper RR Exhaust Fan Roof 0

20/82 HTE ELC
EF-3/lounge,
principal RR

Exhaust Fan Roof 0

20/82 HTE ELC
RTU-1/900,800,7
00 pod

Gas Roof Top Unit package Roof Trane 0

20/82 HTE ELC
RTU-2/500,400,3
00 pod

Gas Roof Top Unit package Roof Trane 0

20/82 HTE ELC
RTU-3/600,400,1
22,125

Gas Roof Top Unit package Roof Trane 0

20/82 HTE ELC
RTU-4/100 pod Gas Roof Top Unit package Roof Trane 0

20/82 HTE ELC
RTU-5/177
Activity pod

Gas Roof Top Unit package Roof Trane 0

20/82 HTE ELC
RTU-6/lobby,
media

Gas Roof Top Unit package Roof Trane 0

20/82 HTE ELC
RTU-7/900 pod Gas Roof Top Unit package Roof Trane 0

Compressor
CSHD161K0A0M
--model
CSHD161K0CO
M--model
compressor
CSHD161K0CO
M--model
compressor

20/82 HTE
CCHS
RTU-1/lower
20/82 HTE
CCHS
RTU-2/upper

(20) Athens
Community
Career Academy

(20) Classic City
High School

(20) Office Of
Early Center

(20) Athens
Community
Career Academy
(20) Athens
Community
Career Academy
(20) Athens
Community
Career Academy
(20) Athens
Community
Career Academy

(20) Classic City
High School

(20) Classic City
High School

(20) Classic City
High School

(20) Classic City
High School

(20) Classic City
High School

(20) Office Of
Early Center

(20) Office Of
Early Center

(20) Office Of
Early Center

(20) Office Of
Early Center

(20) Office Of
Early Center

(20) Office Of
Early Center

(20) Office Of
Early Center



BOYS AND GIRLS CLUB

RTU 4 (BC) Boys And Girl Club YCD151E4HNAB

RTU 3 (BC) Boys And Girl Club

RTU 2 (BC) Boys And Girl Club YCHC120E4RMA0BZ4

CU 2 (BC) Boys And Girl Club TWA07D40RAA

CU 1 (BC) Boys And Girl Club 4TWA3060A4000BA

RTU 1 (BC) Boys And Girl Club YHC048E4MAGB24



CCSD ADMINISTRATIVE OFFICE
PIEDMONT 
BLDG 1A, UNIT PIEDMONT CITY CASSETTE BLDG 1A, 

HALLWAY Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 1A, UNIT 2 PIEDMONT CITY CASSETTE BLDG 1A, HALL 

UNIT 2 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 1B, 143 PIEDMONT CITY CASSETTE BLDG B, RM 143 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 1B, 144 PIEDMONT CITY CASSETTE BLDG B, RM 144 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 1B, 150A PIEDMONT CITY CASSETTE BLDG B, RM 

150A Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 1B, 150B PIEDMONT CITY CASSETTE BLDG B, RM 

150B Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 1B, 150C PIEDMONT CITY CASSETTE BLDG B, RM 

150C Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 1B, 150D PIEDMONT CITY CASSETTE BLDG B, RM 

150D Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 1B, 152 PIEDMONT CITY CASSETTE BLDG B, RM 152 Mechanical Room Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 1B, 154 PIEDMONT CITY CASSETTE BLDG B, RM 154 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 1B, 155 PIEDMONT CITY CASSETTE BLDG B, RM 155 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 1B, 156 PIEDMONT CITY CASSETTE BLDG B, RM 

1556 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 1B, 157 PIEDMONT CITY CASSETTE BLDG B, RM 157 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 1B, 158 PIEDMONT CITY CASSETTE BLDG B, RM 158 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 1B, 159 PIEDMONT CITY CASSETTE BLDG B, RM 159 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 1B, 160 PIEDMONT CITY CASSETTE BLDG B, RM 160, 

CONF RM
Administration 
Area Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 2A, 204A PIEDMONT CITY CASSETTE BLDG 2A, 

RM204A Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 204B PIEDMONT CITY CASSETTE BLDG 2A, 

RM204B Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 204C PIEDMONT CITY CASSETTE BLDG 2A, 

RM204C Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 206 PIEDMONT CITY CASSETTE BLDG 2A, RM206 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 2A, 207 PIEDMONT CITY CASSETTE BLDG 2A, RM207 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 2A, 208 PIEDMONT CITY CASSETTE BLDG 2A, RM208 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 2A, 209 PIEDMONT CITY CASSETTE BLDG 2A, RM209 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 2A, 210 PIEDMONT CITY CASSETTE BLDG 2A, RM210 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 2A, 211 PIEDMONT CITY CASSETTE BLDG 2A, RM211 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 2A, 217 PIEDMONT CITY CASSETTE BLDG 2A, RM217 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 2A, 219B PIEDMONT Split System mini split BLDG 2A, 

RM219B Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 223 PIEDMONT CITY CASSETTE BLDG 2A, RM223 Office Mitsubishi WASHABLE 

FILTER



PIEDMONT 
BLDG 2A, 229 PIEDMONT CITY CASSETTE BLDG 2A, RM229 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 2A, 230A PIEDMONT CITY CASSETTE BLDG 2A, 

RM230A Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 230B PIEDMONT CITY CASSETTE BLDG 2A, 

RM230B Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 230D PIEDMONT CITY CASSETTE BLDG 2A, 

RM230D Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 230E PIEDMONT CITY CASSETTE BLDG 2A, 

RM230E Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 231A PIEDMONT CITY CASSETTE BLDG 2A, 

RM231A Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 231B PIEDMONT CITY CASSETTE BLDG 2A, 

RM231B Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 231C PIEDMONT CITY CASSETTE BLDG 2A, 

RM231C Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 232 PIEDMONT CITY CASSETTE BLDG 2A, RM232 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 2A, 235 1 PIEDMONT CITY CASSETTE BLDG 2A, RM235 

1 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2A, 235 2 PIEDMONT CITY CASSETTE BLDG 2A, RM235 

2 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 230C PIEDMONT CITY CASSETTE BLDG 2A, 

RM230C Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 239 PIEDMONT CITY CASSETTE BLDG 2B, RM 

239 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 242 PIEDMONT CITY CASSETTE BLDG 2B, RM 

242 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 244 PIEDMONT CITY CASSETTE BLDG 2B, RM 

244 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 246 PIEDMONT CITY CASSETTE BLDG 2B, RM 

246 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 250 PIEDMONT CITY CASSETTE BLDG 2B, RM 

250 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 251A PIEDMONT CITY CASSETTE BLDG 2B, RM 

251A Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 251A 2 PIEDMONT CITY CASSETTE BLDG 2B, RM 

251A 2 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 252A PIEDMONT CITY CASSETTE BLDG 2B, RM 

252A Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 252B PIEDMONT CITY CASSETTE BLDG 2B, RM 

252B Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 252C PIEDMONT CITY CASSETTE BLDG 2B, RM 

252C Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 253 PIEDMONT CITY CASSETTE BLDG 2B, RM 

253 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 254 PIEDMONT CITY CASSETTE BLDG 2B, RM 

254 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 255 PIEDMONT CITY CASSETTE BLDG 2B, RM 

255 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 256A PIEDMONT CITY CASSETTE BLDG 2B, RM 

256A Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 257 PIEDMONT CITY CASSETTE BLDG 2B, RM 

257 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 258 PIEDMONT CITY CASSETTE BLDG 2B, RM 

258 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 2B, 259 PIEDMONT CITY CASSETTE BLDG 2B, RM 

259 Office Mitsubishi WASHABLE 
FILTER



PIEDMONT 
BLDG 2B, 260 PIEDMONT CITY CASSETTE BLDG 2B, RM 

260 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 3A, RM 
302 1

PIEDMONT CITY CASSETTE BLDG 2A, RM302 
1 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
302 2

PIEDMONT CITY CASSETTE BLDG 2A, RM302 
2 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
303 1

PIEDMONT CITY CASSETTE BLDG 2A, RM303 
1 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
303 2

PIEDMONT CITY CASSETTE BLDG 2A, RM303 
2 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
303 3

PIEDMONT CITY CASSETTE BLDG 2A, RM303 
3 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
303 4

PIEDMONT CITY CASSETTE BLDG 2A, RM303 
4 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
304 1

PIEDMONT CITY CASSETTE BLDG 2A, RM304 
1 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
304 2

PIEDMONT CITY CASSETTE BLDG 2A, RM304 
2 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
306

PIEDMONT CITY CASSETTE BLDG 2A, RM306 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 3A, RM 
307A

PIEDMONT CITY CASSETTE BLDG 2A, 
RM307A Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
309 1

PIEDMONT CITY CASSETTE BLDG 2A, RM309 
1 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
309 2

PIEDMONT CITY CASSETTE BLDG 2A, RM309 
2 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
310

PIEDMONT CITY CASSETTE BLDG 2A, RM310 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 3A, RM 
317 A

PIEDMONT CITY CASSETTE BLDG 3B, 
RM317A Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
322 1

PIEDMONT CITY CASSETTE BLDG 2A, RM322 
1 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
322 2

PIEDMONT CITY CASSETTE BLDG 2A, RM322 
2 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
322 3

PIEDMONT CITY CASSETTE BLDG 2A, RM322 
3 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
322 4

PIEDMONT CITY CASSETTE BLDG 2A, RM322 
4 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
323 1

PIEDMONT CITY CASSETTE BLDG 2A, RM323 
1 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
323 2

PIEDMONT CITY CASSETTE BLDG 2A, RM323 
2 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
324 1

PIEDMONT CITY CASSETTE BLDG 2A, RM324 
1 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3A, RM 
324 2

PIEDMONT CITY CASSETTE BLDG 2A, RM324 
2 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3B, RM 
341

PIEDMONT CITY CASSETTE BLDG 3B, RM341 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 3B, RM 
343

PIEDMONT CITY CASSETTE BLDG 3B, RM343 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 3B, RM 
344

PIEDMONT CITY CASSETTE BLDG 3B, RM344 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 3B, RM 
349 1

PIEDMONT CITY CASSETTE BLDG 3B, RM349 
1 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3B, RM 
349 2

PIEDMONT CITY CASSETTE BLDG 3B, RM349 
2 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3B, RM 
350

PIEDMONT CITY CASSETTE BLDG 3B, RM350 Office Mitsubishi WASHABLE 
FILTER



PIEDMONT 
BLDG 3B, RM 
351A

PIEDMONT CITY CASSETTE BLDG 3B, 
RM351A Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3B, RM 
351B

PIEDMONT CITY CASSETTE BLDG 3B, 
RM351B Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3B, RM 
352

PIEDMONT CITY CASSETTE BLDG 3B, RM352 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 3B, RM 
353

PIEDMONT CITY CASSETTE BLDG 3B, RM353 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 3B, RM 
354 1

PIEDMONT CITY CASSETTE BLDG 3B, RM354 
1 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3B, RM 
354 2

PIEDMONT CITY CASSETTE BLDG 3B, RM354 
2 Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3B, RM 
355A

PIEDMONT CITY CASSETTE BLDG 3B, 
RM355A Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3B, RM 
355B

PIEDMONT CITY CASSETTE BLDG 3B, 
RM355B Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3B, RM 
356A

PIEDMONT CITY CASSETTE BLDG 3B, 
RM356A Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3B, RM 
356B

PIEDMONT CITY CASSETTE BLDG 3B, 
RM356B Office Mitsubishi WASHABLE 

FILTER

PIEDMONT 
BLDG 3B, RM 
357

PIEDMONT CITY CASSETTE BLDG 3B, RM357 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 3B, RM 
358

PIEDMONT CITY CASSETTE BLDG 3B, RM358 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 3B, RM 
359

PIEDMONT CITY CASSETTE BLDG 3B, RM359 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
BLDG 3B, RM 
360

PIEDMONT CITY CASSETTE BLDG 3B, RM360 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT 
Chairlift gym PIEDMONT Elevators xxx xxx Gym Cheney * last inspected in 

1998 *

PIEDMONT 
Elevator 1 PIEDMONT Elevators 3300 XXX main building Schindler

DATE OF MFG. 
4-17-2021
EVERY 5 YEARS 
MUST HAVE 
LOAD TEST 
INSPECTION
KONE TO 
START 12-01-
2022 INSP

Piedmont Fire 
Alarm PIEDMONT Fire Alarm Main Panel MS-9600UDLS 1st floor Data 

Room Fire-Lite Cellular

PIEDMONT 
Generator Generator PIEDMONT Interior Finishes SG0045GG264.

5S18SBYYA 3009759120 Generac
45KW   56KVA
120/208V  156A
EATON 
BREAKER 
J250E-C  250APiedmont GYM 

Fire Alarm PIEDMONT Fire Alarm Main Panel ES-50x Electric Room Fire-Lite Not Monitored

PIEDMONT 
MAU-1 PIEDMONT Roof Top Unit package MAU-1 Roof

(16) 16X25X2

410a

PIEDMONT RM 
102 PIEDMONT CITY CASSETTE BLDG 1A, RM 

102 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
103 PIEDMONT CITY CASSETTE

BLDG A, 1ST FL, 
STORAGE 
CLOSET

Office Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
104 PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
106 PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
107A PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
108 PIEDMONT CITY CASSETTE BLDG 1A, RM 

108 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
109 PIEDMONT CITY CASSETTE BLDG 1A, RM 

109 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
110 PIEDMONT CITY CASSETTE BLDG 1A, RM 

110 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
116A PIEDMONT Split System mini split BLDG 1A, RM 

116A Office Mitsubishi WASHABLE 
FILTER



PIEDMONT RM 
118 PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
119 PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
123 A PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
123B PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
123C PIEDMONT CITY CASSETTE BLDG A, 1ST FL Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
123D PIEDMONT CITY CASSETTE BLDG A, 1ST FL Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
124 PIEDMONT CITY CASSETTE BLDG A, 1ST FL Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
125 PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
126 PIEDMONT CITY CASSETTE BLDG 1A, RM 

126 Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
129 PIEDMONT CITY CASSETTE BLDG 1A, RM 

129 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
130A PIEDMONT CITY CASSETTE BLDG 1A, RM 

130A Office Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
130B PIEDMONT CITY CASSETTE BLDG 1A, RM 

130B Office Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
131 PIEDMONT CITY CASSETTE BLDG 1A, RM 

131 Office Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
132 PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
133 PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
134A PIEDMONT CITY CASSETTE BLDG 1A, RM 

134A Office Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
134B PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
134C PIEDMONT CITY CASSETTE BLDG 1A, RM 

134C Office Mitsubishi WASHABLE 
FILTER

PIEDMONT RM 
136A PIEDMONT CITY CASSETTE BLDG A, 1ST FL Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RM 
136B PIEDMONT CITY CASSETTE Office Mitsubishi WASHABLE 

FILTER

PIEDMONT RTU-
1 PIEDMONT Roof Top Unit package RTU-1 Roof

(6) 24X17X2
NO BELT
410a

PIEDMONT RTU-
2 PIEDMONT Roof Top Unit package Roof

(6) 24X17X2
NO BELT
410a

PIEDMONT RTU-
3 PIEDMONT Roof Top Unit package RTU-3 Roof

(4) 20X20X2
NO BELT
410a

PIEDMONT RTU-
4 PIEDMONT Roof Top Unit package RTU-4 Roof

(4) 20X20X2
NO BELT
410a

Chiller Piedmont grounds AC ONLY CH-1 Ground Trane

CCSD ADMINISTRATIVE OFFICE (GYM)
Piedmont Gym 
CU-1 / AHU-1 PIEDMONT Split System mini split 1cu with 1 ahu
Piedmont Gym 
CU-2 / AHU-2 PIEDMONT Split System mini split 1cu with 1 ahu



DISTRICT SERVICES
07 ballast
office/hall Rapid start

(07) District
Services
Building

Interior bulb T-8 4100K Administration
Area Advance 0

Advance ballast
F32T8 RS/IS
IOP3S32SC

(07) District
Services
Building

Split System ahu twe12ob300el 9154kypbd 4/1/2009 Trane 0

07 district
services ahu 103
Print Shop

(07) District
Services
Building

Split System ahu twe12ob300el 9154kymbd 4/1/2009 Trane 0

07 district
services ahu 104
RM 142,140,139

(07) District
Services
Building

Split System ahu twe090a300el 9153ue7bd 4/1/2008 Mechanical
Room Trane 0

07 district
services ahu 108
RM 119/120

(07) District
Services
Building

Split System ahu TWE120B300EL 9153R5JBD 4/1/2009 Trane 0

07 district
services ahu 109
Warehouse

(07) District
Services
Building

Split System ahu TWE090B300EL 8114LCXBD 3/1/2008 Trane

(07) District
Services
Building

Split System ahu 2tec3f60b1000aa 8493mta2v 12/1/2008 Trane 0
Outside Unit
HP110
Filter 20X22X1

belt a50
(07) District
Services
Building

Split System ahu twe120b300el 9154kyhbd 4/1/2009 Trane 0

(07) District
Services
Building

Split System ahu 2tec3f60b1000aa 8493ms92v 12/1/2008 Trane 0
Filter 20X22X1
Outside Unit
HP202

07 district
services genset
Technology

(07) District
Services
Building

Generators Diesel SD0060KG174 9882879 Grounds Generac
194 gallon
capacity diesel
tank

07 District
Services JLG
Tow

JLG 50' Towable
Lift

(07) District
Services
Building

T500J 5DYACJIJ7MP01
3876 46000

ST225-75-R15
RIM/TIRE
65PSGI

07 General
Sewer Machine Sewer Machine move and cools PS92E

Speedrooter 92 S92XS1090 General 2074.8

07 Plant Services
Fire Alarm

(07) District
Services
Building

Fire Alarm Main Panel MS-9600LS Main Electric
room Fire-Lite Pots Line

07 Plant Services
Ice Machine

(07) District
Services
Building

Ice Machine Concession SD0302A 110789309
outside
warehouse
manager office

Hallway/Corridor Manitowoc 0 0 404A
115V

07 Sunbelt
Rental 620011

(07) District
Services
Building

0
503 Barnett
Shoals
portable AC

07 Sunbelt
Rental 620021

(07) District
Services
Building

0 Winterville Media

07 Sunbelt
Rental 665567

(07) District
Services
Building

0 D-06 CMS
portable AC

07 Sunbelt
Rental 708814

(07) District
Services
Building

0 Winterville media
center

07 district
services ahu 101
RM

Belt size A50
R-22
Filter 16X25 (4)
Outside Unit
HP103A &
HP103B
Belt A48
Filter 16X25X1
(3)
Outside Unit
HP108A &
HP108B
Outside Unit
HP109A &
HP109B

07 district
services ahu 110
RM
07 district
services ahu 201
RM

belt A50
Filter 16X25X1
(4)

07 district
services ahu 202
RM

1/2hp 115v  9a
1294W
5/8" cable



RUTLAND ACADEMY
BASEMENT

KILN

Entry Level

TYPE FILTER BRAND
G03 M: VAIA48HP BG111-0001 HP/410a X2  16X24X2 MARVAIR

S: DV-F000114247-000-004 X2  12X20X1

G06 M: VAIA24 HP BG111-0002 HP/410a MARVAIR
S: EV F000114105-000-015

G10 M: VAIA40 HP BG111-0001
S: EV-F000114108-000-001

G09  Olympic 2327HE 208V/32A/3P Ser. W-0264, Bartlett MV6-CF

room 104 M: XXX HP/410a X2  16X24X2 MARVAIR
S: DV-F000114263-001-001 X212X20X1

room 102 TWHP  PTAC 208v XXX WASHABLE

room 111 M: XXX HP/410a X2  16X24X2 MARVAIR
S: DVF000114263-000-001 X2  12X20X1

room 115 M: VAIA24HP BG111-0002 HP/410a X2  16X24X2 MARVAIR
S:  EV-F000114105-000-007 X2  12X20X1

room 121 M:  VAIA24HP BG111-002 HP/410a X2  26X24X2 MARVAIR
S:  EV-F000114105-000-001 X2 12X20X1

room 119 M:  VAIA24HP BG111-0002 HP/410a X2 16X24X02 MARVAIR
S:  EV-F000114105-000-026 X2  12X20X1

room 125 M:  VAIA24HP BG111-0002 HP/410a X2  16X24X2 MARVAIR



S:  EV-F000114105-000-006 X2  12X20X1

room 128 M:  VAIA24HP BG111-0002 HP/410a X2  16X24X2 MARVAIR
S:  EV-F000114105-000-024 X2  12X20X1

room 126 M:  VAIA24HP BG111-0002 HP/410a X2  16X24X2 MARVAIR
S:  EV-F000114105-000-003 X2  12X20X1

room 132 M:  VAIA24HP BG111-0002 HP/410a X2  16X24X2 MARVAIR
S:  EV-F000114105-000-009 X2  12X20X1

room 159 M:  VAIA24HP BG111-0002 HP/410a X2  16X24X2 MARVAIR
S:  EV-F000114105-000-002 X2  12X20X1

room 167 M:  VAIA24HP BG111-0002 HP/410a X2  16X24X2 MARVAIR
S:  EV-F000114105-000-008 X2  12X20X1

room 168 M:  VAIA24HP BG111-0002 HP/410a X2  16X24X2 MARVAIR
S:  EV-F000114105-000-025 X2  12X20X1

room 170 M:  VAIA24HP BG111-0002 HP/410a X2  16X24X2 MARVAIR
S:  EV-F000114105-000-023 X2  12X20X1

room 169 M:  VAIA48HP BG111-0001 HP/410a X2  16X24X2 MARVAIR
S:  DVF000114247-000-001 X2  16X20X1

room 171 M:  VAIA24HP BG111-0002 HP/410a X2  16X24X2 MARVAIR
S:  EV-F000114105-000-005 X2  12X20X1

room 172 M:  VAIA24HP BG111-0002 HP/410a X2  16X24X2 MARVAIR
S:  EV-F000114105-000-004 X2  12X20X1

3rd Floor



room 236 M: VIAIA24HP BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-013 2X 12X20X1

room 235 M: VAIA24HP  BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-011 2X 12X20X1

room 234 M: VAIA24HP BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-014 2X 12X20X1

room 243 A M: VAIA48HP BG111-0001 410A 2X 16X24X2 MARVAIR
S: DV-F000114247-000-003 2X 12X20X1

room 233 M: VAIA24HP BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-017 2X 12X20X1

room 237 M: VAIA24HP BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-016 2X 12X20X1

room 232 M: VAIA24HP BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-020 2X 12X20X1

room 218 M: VAIA24HP BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-012 2X 12X20X1

room 213 M:VAIA24HP BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-018 2X 12X20X1

room 217 M:VAIA24HP BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-010 2X 12X20X1

room 216 M:VAIA24HP BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-019 2X 12X20X1



room 206 M: VAIA48HP BG111-0001 410A 2X 16X24X2 MARVAIR
S: DV-F000114247-000-003 2X 12X20X1

room 215 M:VAIA24HP BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-021 2X 12X20X1

room 214 M:VAIA24HP BG111-0002 410A 2X 16X24X2 MARVAIR
S: EV-F000114105-000-002 2X 12X20X1



TRANSPORTATION DEPARTMENT
77 Bus Garage
AC-2 (BG) Bus Garage Pad Mounted

Unit Package WCH240B300G
A 721100549D Grounds Trane 0

208-230V
96A Min.
Belt B90

77 Transportation
Split AC/Driver
Lounge

(09)
Transportation Split System HEAT PUMP Cond

38BYC048310
Cond
3398E04740

Green Metal Bldg
unit over Mens
RR

Building Trane 0



WHITEHEAD ANNEX
Whitehead Annex 
101 Whitehead Annex Wall Hung Unit HP WH301 136K072396678-

02 Bard 16X30X1

Whitehead Annex 
102 Whitehead Annex Wall Hung Unit HP WH301 136K072396676-

02 Bard 16X30X1

Whitehead Annex 
103 Whitehead Annex Wall Hung Unit HP WH301 136K072396673-

02 Bard 16X30X1

Whitehead Annex 
104 Whitehead Annex Wall Hung Unit HP WH301 136K072396675-

02 Bard 16X30X1

Whitehead Annex 
105 Whitehead Annex Wall Hung Unit HP WH242 142K072396722-

02 Bard 16X25X1

Whitehead Annex 
106 Whitehead Annex Wall Hung Unit HP WH301 136K072396677-

02 Bard 16X30X1

Whitehead Annex 
107 Whitehead Annex Wall Hung Unit HP WH301 136K072396679-

02 Bard 16X30X1

Whitehead Annex 
108 Whitehead Annex Wall Hung Unit HP WH301 136K072396672-

02 Bard 16X30X1

Whitehead Annex 
109 Whitehead Annex Wall Hung Unit HP WH301 136K072396674-

02 Bard 16X30X1

Whitehead Annex 
110 Whitehead Annex Wall Hung Unit HP WH361 134K072396697-

02 Bard 16X30X1

Whitehead Annex 
AHU-1 Whitehead Annex Pad Mounted Unit Package 50TFQ012---611 1807G50860 Carrier (4) 20X20X2

Whitehead Annex 
AHU-2 Whitehead Annex Split System HEAT PUMP LABEL MISSING LABEL MISSING DISHROOM 

ATTIC Carrier (4) 20X25X1
(2) 25X26X1

Whitehead Annex 
Fire Alarm Whitehead Annex Fire Alarm Main Panel NFS-320 Office near loop 

exit Notifier Data Line



CHILLERS
CH 17 CAFE 
CHILLER Chiller

(17) Clarke 
Central High 
School

Loop Plant Chiller RTAA1254XK01A
3COB U99G09845 Grounds Trane 0 0

COMPRESSOR: 
CHHN060TKDO
N069A, 460V, 3-
PH

CH 21 CHILLER 
BUS LOOP

(21) Cedar 
Shoals High 
School

Loop Plant Chiller 30RAP0606DAG
7F10 2814Q51241 Bus Drop Off 0

CH 21 CHILLER 
STADIUM

(21) Cedar 
Shoals High 
School

Loop Plant Chiller 30RAP0606DAG
7F10 2814Q51224 SIDE NEAR 

STADIUM Stadium 0

CH21 CHILLER 
ADMIN

(21) Cedar 
Shoals High 
School

Loop Plant Chiller 30RAP0606DAG
7F10 3516Q57465 Carrier

Chiller Piedmont BOE AC Only Chiller back of building Trane



COOLING TOWERS
CT 17 COOLING 
TOWER MAIN 
BLDG

(17) Clarke 
Central High 
School

Loop Plant Cooling Tower Auxiliary Gym 0

CT 17 WEST 
WING

Marley Cooling 
Tower

(17) Clarke 
Central High 
School

Loop Plant Cooling Tower AV61011s-05 AV250326-A1 West Wing Roof Marley No scuttle 
access!

CT 29 COOLING 
TOWER

COOLING 
TOWER

(29) Hilsman 
Middle School Loop Plant Cooling Tower 15296 U000407721 Grounds BAC 5

2 Propeller
B112 2banded 
belt
1 1/8 socket to 
adjust motor plate
2 pumps: Mod. 
FE30082G1F2L0
A
   550 GPM
   Imp Dia 7.5  
Head 40 psi
   Motor 10 HP   
1750 RPM
{2 MOTORS AND 
IDENTICAL 
PUMPS}

CT 38 COOLING 
TOWER

(38) Barrow 
Elementary 
School

Loop Plant Cooling Tower AT 19-86 12-483934 Basement EVAPCO 0 3B 128

CT 42 COOLING 
TOWER

COOLING 
TOWER

(42) Cleveland 
Road Elementary Loop Plant Cooling Tower USS 19-76 7-319460 Grounds EVAPCO 0

Pump motor: CAT 
NO. -E720
Mod. 
WVJ213TTDR40
26AP

Frame-213T  
HP: 7 1/2     
RPM: 1750
PUMP MOTOR:  
M3218T
Mod. 
36B101T181H1
HP: 5  RPM: 
1750
A: 6.9/460V  
Frame: 184T

3B128 BELT

CT 43 COOLING 
TOWER

COOLING 
TOWER (43) HB Stroud Loop Plant Cooling Tower AT 8-91 12-471873 Grounds EVAPCO 0 3B148

CT 44 COOLING 
TOWER

COOLING 
TOWER

(44) Whit Davis 
Elementary 
School

Loop Plant Cooling Tower AT-8-91 895059 Courtyard EVAPCO 0

CT 45 COOLING 
TOWER

COOLING 
TOWER

(45) JJ Harris 
Elementary 
School

Loop Plant Cooling Tower AT 19-66 8-341463 Cafeteria EVAPCO 0 3B128 BELT

CT 65 COOLING 
TOWER

(65) Whitehead 
Rd. Elementary 
School

Loop Plant Cooling Tower AT-78 14-695966 Grounds EVAPCO 3B144 BELT


	Name of Proposer: 
	Address: 
	Date: 


